The thermal performance of vacuum glazing was predicted using two dimensional (2-D) finite element and three dimensional (3-D) finite volume models. In the 2-D model, the vacuum space, including the pillar arrays, was represented by a material whose effective thermal conductivity was determined from the specified vacuum space width, the heat conduction through the pillar array and the calculated radiation heat transfer between the two interior glass surfaces within the vacuum gap. In the 3-D model, the support pillar array was incorporated and modeled within the glazing unit directly. The difference in predicted overall heat transfer coefficients between the two models for the vacuum window simulated was less than 3%. A guarded hot box calorimeter was used to determine the experimental thermal performance of vacuum glazing. The experimentally determined overall heat transfer coefficient and temperature profiles along the central line of the vacuum glazing are in very good agreement with the predictions made using the 2-D and 3-D models.
INTRODUCTION
As shown in Fig.1 , vacuum glazing comprises two contiguously sealed glass panes with low emittance films on one or both glass surfaces with the vacuum gap, separated by an array of tiny support pillars to maintain the glass separation under atmospheric pressure. The first successfully fabricated vacuum glazing used a solder glass with a melting point of 450 ºC to seal the periphery of the vacuum gap [1] . This high temperature prohibited the use of tempered glass and restricted the range of soft low emittance coatings due to thermal degradation that resulted at this temperature. These restrictions are removed by using a low temperature edge sealing process and an indium based edge seal with a low melting point of less than 200 ºC developed and patented by the University of Ulster [2, 3] .
Fig. 1 Schematic diagram of vacuum glazing
Two-dimensional (2-D) finite element models have been used to simulate the thermal performance of double glazing window systems, which have been validated experimentally [4, 5, 6] . The critical aspect when utilising a 2-D model to simulate the thermal performance of double glazing is the determination of the heat transfer coefficients between the two internal glass surfaces bounding the evacuated space. In this work, the vacuum space, including the pillar arrays, was represented by a material whose effective thermal conductivity was determined from the specified vacuum space width, the heat conduction through the pillar array and Vacuum space Indium seal
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Low-e coating the calculated radiation heat transfer between the two internal glass surfaces within the vacuum gap. Heat flow across a full vacuum glazing is a combined function of heat conduction through the support pillars and edge seal, radiative heat flow between the two glass panes and convection and conduction in the residual gas within the vacuum space. In a successful sample whose vacuum pressure is less than 0.1 Pa, the effects of any residual gas are insignificant [7] .
A three-dimensional (3-D) finite volume model was developed to simulate the thermal performance of vacuum glazing with the support pillar array incorporated and modeled directly [8] . The circular cross section of the pillar in the fabricated system is replaced by a square cross section pillar of equal area in the model. A graded mesh is used with a high density of nodes in and around the pillar to provide adequate representation of the heat transfer. The predicted difference in overall heat transfer coefficients between the two models for the vacuum window simulated was investigated.
A guarded hot box calorimeter [9] was used to determine the thermal performance of vacuum glazing. The experimentally determined heat conductance and temperature profiles along the central line of the vacuum glazing were in very good agreement with the predictions made using the 2-D and 3-D models. 
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2-D FINITE ELEMENT MODEL APROACH
In the finite element model developed to simulate the heat transfer through vacuum glazing, the Galerkin approach was used with eight-node isoparametric elements. The detailed description of the finite element model employed is available elsewhere [9, 10] . The evacuated gap was treated as a material whose thermal conductivity was equal to the combined thermal conductivity of support pillar array and the long wave radiative heat transfer between the two internal glass surfaces within the vacuum space. Significant interactions between heat conductance through the pillars and radiation between the two internal glass surfaces exist. However when compared to the total heat flow through the overall glazing system, the influence of the interaction is small and can be ignored. The total thermal conductance can be determined by [7] :
where P is the internal pressure measured in Pascals. For a successfully fabricated vacuum glazing, the P is less than 0.1Pa, so the heat conductance of residual gas can be ignored. σ is the Stefan Boltzmann constant (5.67×10 -8 Wm
), T average is the average of the glass pane temperatures T 1 and T 2 and the effective emittance, ε effective , is calculated from the surface emittance ε 1 and ε 2 by:
Theoretically the emittance value depends on the surface temperature, the wavelength, the angle of incidence of the radiation to the normal [11] . Equation 3 was assumed to be independent of these parameters, which resulted in an error of 4% [11] .
3-D FINITE VOLUME MODEL
The finite volume model (FDM) employed leads to a sparse well structured system of equations that can be efficiently solved. This enables a large number of volumes to be employed to represent the vacuum glazing geometry and allow the direct representation of the small pillars. The equation bandwidth using the finite volume method is smaller than that obtained for the finite element method using 20 node brick elements and consequently requires fewer numeric operations and less CPU time to obtain a satisfactory solution. Due to symmetry conditions, only one quarter of the vacuum glazing was simulated to represent the whole glazing system under the conditions of an ASTM [12] experimental test. In the 3-D finite volume model, the support pillars were integrated and modelled into the complete system for ease of computation in the simulation.
The cylindrical pillars employed in fabricated systems were replaced by the same number of cubical pillars with the same areas of the cross sections, since the both pillar shapes conduct similar amounts of heat under the same boundary conditions [13] . The length of the square base of each cubical pillar is a π , where a is the radius of the equivalent cylindrical pillar. A graded mesh is used with a high density of nodes in and around each pillar to provide adequate representation of the heat transfer.
In order to test the accuracy of simulations with specified mesh number, the thermal performance of a small central area (25 mm by 25 mm) with a single pillar in the centre was simulated using a mesh of 50×50×25 nodes. The mesh was denser in the area close to the pillar. The 25 nodes were distributed in a graded mesh through the glazing thickness of 8.12mm. The thermal conductance of this simulated unit with a pillar in the centre was in good agreement with the analytic prediction with 1.5% variation, which is comparable to the result of Wilson et al [14] . This level of agreement indicates that the density of nodes is sufficient to simulate the realistic level of heat flow with high accuracy.
COMPARISON OF THERMAL PERFORMANCE SIMULATED UNDER ASTM BOUNDARY CONDITIONS
In the simulations, the assumed indoor air set-point temperature and outdoor ambient air temperatures were set to be constant at 21.1 ºC and -17.8 ºC respectively, the total heat transfer coefficients on the indoor and outside surfaces were set to be 8.3 and 30 Wm -2 K -1 respectively corresponding to those in relevant ASTM measurement standards for glazings in winter conditions [12] . The simulated vacuum glazing was 0.4 m by 0.4 m in size and comprised two 4 mm thick low-emittance film coated glass panes, separated by 0.12 mm, supported by a 0.32 mm diameter pillars, spaced at 25 mm in a regular square pattern. The edge seal was a 6 mm wide band of indium metal. No frame insulation was used. The isotherms on the cold and hot side surfaces of the vacuum glazing were predicted and presented in Fig. 2 . The temperature profiles along lines AA, BB and CC in Fig. 2 are presented in Fig. 3 .
It can be seen from Fig. 3 that the temperature profiles predicted by the 2-D and 3-D models along lines AA and BB are in very good agreement with each other with a maximum deviation of 3%. The 3-D temperature profile on the hot side along the line CC deviates from the 2-D temperature profiles by 15%. Comparing the temperature profiles predicted by the 3-D model along the lines AA and BB, it can be seen that the temperature variation due to heat conduction through the support pillars on the central glazing area is 0.35 ºC and 0.37 ºC on the cold and hot side surfaces respectively. It can be seen that the temperature variations on the hot side is greater than the cold side. Comparing the temperature profiles along the line CC on the hot and cold side surfaces, it is seen that the temperature variations on the line CC on the cold side is much closer to the temperature profiles on the lines AA and BB. This is caused by the difference in the convective heat transfer coefficients on the hot and cold sides of the glass surfaces. The detailed analysis can be seen in Fang et al [15] . The characteristic distance
[16] on the hot side is significantly greater than that on the cold side surface. [8] under ASTM winter conditions. The frame significantly reduces the lateral heat conduction along the glass panes due to heat conductance through the edge seal.
EXPERIMENTAL
MEASUREMENTS OF THE THERMAL PERFORMANCE OF VACUUM GLAZING
In accordance with the specification of the relevant ISO standard [17] , a guarded hot box calorimeter as shown in Fig. 5 was designed and constructed at the University of Ulster to determine the thermal performance of vacuum glazing fabricated using the low temperature edge sealing technique [9, 17] . The heat flow across the vacuum glazing was determined by
where Q input is the input heat generated by an electric heater, whose power was determined with an uncertainty of 0.2%, Q e is the flanking loss determined by the finite element model, Q m is the heat flow across the mask wall determined by:
where A m is the mask wall area within the metering box, T m1 and T m2 are mask wall surface temperatures measured by thermocouples located in the hot and cold boxes, k m is the heat conductivity of the Styrofoam mask wall, which has been calibrated as the function of its mean temperature. The detailed process of this calibration has been reported in Fang et al [9] . The heat conductance of a vacuum glazing specimen with an area A s was determined from: 
where T s1 and T s2 are the specimen surface temperatures as measured by thermocouples. An environmental temperature T n is recommended [17] to combine radiant and air temperatures to represent the proper weighting of air and radiant temperatures, to determine the heat flow to the surface: where T r and T a are the baffle surface and air temperatures respectively, ε is the emittance and h r is the radiation coefficient. Using equation 7, in the hot and cold chambers, T n1 and T n2 can be calculated, subsequently the surface heat transfer coefficient of the hot and cold sides were determined by equations 8 and 9:
) ( 
In the experimental test, the input power of the electric heater in the hot box was 12.6 W, the air temperatures in the hot and cold boxes were 27.4 °C and 7.9 °C respectively. The mean surface temperatures of the mask wall at the hot and cold sides were 27.3 °C and 8.1 °C. The surface heat transfer coefficients of the mask wall on the hot and cold sides were 12.0 and 22.0 Wm The detailed calculation method is described elsewhere [8] . Using the boundary conditions of the experimental test and the finite element model, the predicted isotherms of the mask wall and enclosed vacuum glazing were calculated and are presented in Fig. 6 (a) . The enlarged view across the frame area is shown in Fig. 6 (b) . In both figures, the temperature gradient across the mask wall and vacuum glazing can be seen clearly. In Fig. 6 (b) the flanking loss across the edge area of mask wall was determined to be 1.64W. The thermal conductivity of the wood used for the frame was 0.166 Wm -1 K -1 [13] . The measured and predicted temperature profiles by both 2-D and 3-D models along the central line AA of vacuum glazing are compared in Fig. 7 , in which very good agreement between the predictions and measured results can be seen. The error bars of the measured temperature profiles represent 5% uncertainty. The temperature variations due to the heat conduction of the pillars are 0.2 ºC in the centre glazing area. This is less than that of 0.4 ºC simulated under ASTM conditions, in which the air temperature difference between the inside and outside environments is greater than the practical experimental conditions.
The heat conductance of the centre glazing areas were determined to be 1.10 Wm 
K
-1 by the 3-D model, the deviation was 1.6%. If the vacuum glazing is rebated within an insulation frame, the agreement of the heat conductance predicted by the 2-D and 3-D models is significantly better than that of the glazing without an insulation frame. Comparing Figs. 3 and 7 , it can be seen that the frame insulation significantly changed the temperature profiles at the edge area, leading to a reduction of the deviation between the heat conductances predicted by the 2-D or 3-D models.
Conclusions
The thermal performance of vacuum glazing predicted using the 2-D and 3-D models with ASTM boundary conditions are compared and the predictions experimentally validated. The investigated vacuum glazing consisted of two 4 mm thick glass panes with low emittance coatings of emittance 0.18, separated by an array of support pillars with a diameter of 0.32 mm and height of 0.12 mm, spaced at 25 mm. It was found that the agreement of the heat conductance and temperature profiles of the 1m by For the experimental conditions used in this work, for a solid wood frame with a rebate of 20 mm, the heat conductance of the centre glazing areas predicted with the 2-D and 3-D models were 1.10 and 1.11 Wm 
K
-1 with a deviation of 1.6%. The experimentally determined heat conductance was in good agreement with the predictions made using the 2-D and 3-D models within an uncertainty of less than 5%. These results demonstrate that for vacuum glazing in which the edge is rebated in an insulating frame, there is a significantly reduced deviation between the heat conductance predicted by the 2-D and 3-D models.
These results would indicate that the 2-D model is sufficient for predicting heat transfer and surface temperatures in the centre-region of vacuum glazing with areas larger than 1 m by 1 m. For small areas, rectangular panes (with a side of less than 1 m length) and for detailed studies of behavior at the edge seal and pillars, acceptable accuracy in predicting heat transfer and surface temperatures is only provided by the use of a full 3-D model. For vacuum glazing systems of dimensions 1 m by 1 m or larger, the effect of the edge area in which larger temperature gradients occur is less influential on total window performance than the central area. For the 0.4 m by 0.4 m sample, the 3-dimentional edge and corner effects are significant, this leads to a greater divergence in the heat conductance calculated by the 2-D and 3-D models.
